MONO COUNTY SHERIFF
STATION ROOF ALTERATIONS

49 BRYANT STREET, BRIDGEPORT, CALIFORNIA 93517

STATISTICS

VICINITY MAP

EXISTING SHERIFF ADMINISTRATION BLDG. :
BUILDING TYPE: V-B
NON-SPRINKLERED
OCCUPANCY: B-1

EXISTING COUNTY JAIL BLDG. :
BUILDING TYPE: 1-B

FULLY-SPRINKLERED
OCCUPANCY: |-3

PROPOSED ROOF STRUCTURE :

(AT BUILDING LINE)
PROPOSED ROOF STRUCTURE :

(AT EAVE PERIMETER)

6,660 SQ. FT.

9.090 SQ. FT.

15,750 SQ. FT.

17,117 SQ. FT.

SCOPE OF WORK

PLAN SYMBOLS

Used to show visible features such

THIS PROJECT CONSISTS OF REMOVING AND DISPOSING OF
APPROXIMATELY 17,117 SQ. FT. OF BUILT-UP ROOFING, RIGID FOAM
INSULATION & MECHANICAL EQUIPMENT, REPLACING THE BUILT-UP
ROOF WITH A SINGLE PLY LOW SLOPE MEMBRANE, REPLACING THE
EXISTING HVAC & VENTING ROOF MOUNTED EQUIPMENT WITH NEW
DEVICES, AND PROVIDING THE CLIENT WITH ALL HARDWARE,
CONNECTIONS, FINISHES, BALANCING AND OTHER WORK REQUIRED
TO DELIVER COMPLETE AND WORKING SYSTEMS AS DESCRIBED IN

THESE PLANS AND SPECIFICATIONS.

PROJECT LOCATION

MOKLER

Architects

Peter J. Mokler & Associates, Inc.
Post Office Box 8529
Mammoth Lakes, CA 93546

760.924.0800

Consultants

ENCON—NEVADA

CONSULTING ENGINEERS

290 BRINKBY AVENUE, SUITE 201
RENO, NEVADA 89509
PH. (775) 826—4520  FAX: (775) 826—4581
EMAIL: ENCONRENO@®AOL.COM
NEVADA CONSULT. 2007 05-1302

JENSEN ENGINEERING, INC.
ELECTRICAL ENGINEERS
9655 GATEWAY DR. SUITE A
RENO, NV 89521-2968
775.852.2288 PHONE
775.852.3388 FAX
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PLAN NOTES

EXISTING COVERED EXTERIOR INMATE RECREATION AREA
EXISTING COVERED EXTERIOR INMATE CORRIDOR AREA
EXISTING PAD MOUNTED SCE ELECTRIC TRANSFORMER
EXISTING STANDBY EMERGENCY ELECTRIC GENERATOR

PROPOSED NEW CLASS "A" ADHERED ROOF MEMBRANE
ROOF ASSEMBLY TO MAINTAIN OR RETROFIT TO ACHIEVE
1-HOUR FIRE RESISTIVE ASSEMBLY TO PROTECT BUILDING
ELEMENTS.

PROPOSED NEW ROOF MOUNTED MECHANICAL EQUIPMENT
AT EXISTING CURBS

PROPOSED SKYLIGHTS TO INMATE DAY ROOMS

PROPOSED GUTTERS AND DOWNSPOUT S
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Reviewed

Date
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Scale
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Copyright Notice

THE ARCHITECT, PETER J. MOKLER AND ASSOCIATES, INC. (DBA
MOKLER ARCHITECTS) HEREBY RESERVES ITS COMMON LAW
COPYRIGHT AND OTHER PROPERTY RIGHTS IN THESE PLANS,
IDEAS, AND DESIGNS WHICH ARE NOT TO BE REPRODUCED,
CHANGED, OR COPIED IN ANY FORM OR MANNER WHATSOEVER,
NOR ARE THEY TO BE ASSIGNED TO ANY THIRD PARTY WITHOUT
FIRST OBTAINING THE EXPRESS WRITTEN PERMISSION FROM THE
ARCHITECT.

THESE DRAWINGS ARE FOR THIS SPECIFIC PROJECT EXCLUSIVELY
AND ARE NOT FINAL NOR TO BE USED FOR CONSTRUCTION UNTIL
SIGNED BY THE ARCHITECT OF RECORD.
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DESIGN NO. CEJ 512 F
FLOOR EXPANSION JOINT
(HORIZONTAL)
ASSEMBLY RATING - 2 HR
RATED FOR # 25% MOVEMENT

1. CONCRETE FLOOR : Density 155 pcf, minimum thickness 4-1/2 in.
2. Joint Sealant: Caulk or pouted in place sealant, minimum depth 1/2 in.

Maximum joint width 6 in.
Listed Manufactuter:

3M -

Fire Barrier 2000

3. MINERAL FIBER INSULATION: Mineral fiber insulation, minimum

density 4.0 pcf., installed into the joint opening with
50% compression.

* Before testing, the full length (12 LF), spliced, test specimen was cycled 500
times in accordance with ICBO ES AC 30 (Jan. 1997).
Furnace pressure was a minimum +0.01 inches H20 during test.

CONSULT CURRENT UNDERWRITERS LABORATORIES "FIRE RESISTANCE DIRECTORY" FOR DETAILS.

All statements, technical information and recommendations contained herein are based on tests we believe to be reliable,
however, since the conditions of use and application are beyond our control, 3M shall not be liable for any damage, direct or
consequential, resulting from the use of this material or design . 3M's only warranty shall be to replace any of our products
proved to be defective.

PAGE UL SYSTEM NO.

1 OF | CEJ 512 F

3M Fire Protection Products

NOT FOR USE AS A CONSTRUCTION DOCUMENT.
DRAWING NOT TO SCALE.

—~
T

F)4:12

T
| —

NEW MEMBRANE AT FLAT ROOF INSIDE INMATE RECREATION
AREA

COORDINATE MOVEMENT OR ADJUSTMENT OF ANY ROOF
MOUNTED ANTENNA, GUY WIRE, OR RELATED DEVICE WITH
ASSIGNED SHERIFF LIAISON.

JOINTS BETWEEN THE PANELS SHALL BE INSPECTED AND
RETROFITTED AS NECESSARY W/ U.L. SYSTEM "CEJ 512 F
BY 3M OR EQUAL FOR 1-HOUR MIN. RATING

(SEE DETAIL AT LEFT.)
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USE: "LANE-AIRE" MANUFACTURING OR EQUAL CURB CONFIRM EXISTING HOLLOW CORE CONCRETE DECK —
MOUNTED FLAT FRAME WITH 1/4" TEMPERED WIRE GLAZING PANELS, 8" X 96" IN PROFILE WITH 5 EQUALLY SPACED 5" X
ROOF P L AN SEE http://www.lane-aire.com/ 12" CAVITIES, 1-1/2" MIN. THICKNESS CONCRETE T&B,
WITH BONDED, PRE-TENSIONED REINFORCEMENT
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ASSUMING THE LEAST RESTRICTIVE SOLUTION, THE ym].ect ™
NOT USED ASSEMBLY IS RATED AS A 1-HOUR ASSEMBLY. 2009-011
EXISTING METAL SHED ROOF WHEN ROOF STRUCTURAL DECK IS EXPOSED AND CAD File No. MCS 090717.dw
(TO REMAIN) PREPARED FOR THE NEW ROOFING ASSEMBLY, THE BUTT OWg
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EXTERIOR ELEVATIONS
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2 NOT USED 7.24.09 | REV. BID SET Il
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Checked
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Reviewed
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] Scale
1/8" =1'-0"
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-i!i!—_ (A REASON SUSPECTS ASBESTOS CONTAMINATION ON SITE IN P L AN
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5]  BUTT JOINTS BETWEEN EXISTING PRE-CASTHOLLOW CORE  [@0Fete ) 01747 40
ROOF PANELS REQUIRE 1-HOUR RATED SEALANT PRIOR TO
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